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| DHSR Construction Section conducted a

| Complaint Survey an March 25, 2015 beginning

| at 2:30PM and Ending at 3;00PM at the above

| referenced facility. DHSR records indicate the

| hame was first licensed on August 28 1938 as &
Farnily Care Home for Six Ambulatory Residents |
{able to evacuate and respond without any
physical or verbal assistance during a fire or other
emergency). Based on this information we are

| requiring the home to maintain compliance with
the following: the 1984 “Rules for Family Care

| Homes Minimum and Desired Standards and

| Reguiations®, the applicable portions of the 2005 |

| Rules 10A NCAC 13G for Family Care Homes,
and the 1875 (Rev &) Morth Carolina State
Building Code - Section 409.1(g) - Residential
Care facilities,

Al the fime of our visit, the we observed
deficiencies that require an acceptable plan of
| comection. They are as follows: |

C 116 Construction-Mest Sanitary Requirements C 116

SECTION .0300 - THE BUILDING
108 NCAC 135G 0302 DESIGN AND
CONSTRUCTION
| im) The building zhall meat sanitation
requirements as determined by the North .
| Caraling Depariment of Environmeant and Matural |
| Resources; Division of Environmantal Health,

This Eule is not met as evidenced by:

1. During a joint complaint survey with D.5.5. and
DENE the condition of the weall head on the well |
supplying the facility was questioned by the

|
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DEMR Supervisor, Coordinate a full evaluation of
the well head with DENR and bring the wall head |

| into complignce with all DEMRE rules and |

| regulations. Provide the DHSR consfruction |
| section with copies of all permits, approvals,

| Invoices, workorders, and any other supporting i
documantation whan any necessary repairs are |

| complete. |

2. During the survey a septic system failure was
abserved in the drain fiekd below the facility. At =
the time of the survey the DENR Supervisor was |
unable to determine what facility the failing -

| drainfiedd was connected to. Coordinate a full

| evaluation of the septic system with DENR and

| bring the system into compliance with all DENR

| nules and regulations. Provide the DHER

| consfruction section with coples of all permits, i |
approvals, invoices, workorders, and any other
suppaorting documentation when any necessary
repairs are complete,

! 2. Water samples abtained by DEMRE showed an

| unacceptable level of chiorophorm in the water. |

| A plan of protection is in place and the facility - |
water is not to be used for drinking, or bathing,

| and must be bolled before cooking or washing -
dishes. Consult with DENR on steps that need to | |
be taken to sanitize the water. After sanitization
contact DENR and cbiain two passing water
samples before the waler can be used for

| drinking, bathing, or cooking. Provide the DHER | |

i Construction section with all test results,

| inspection reports, invoices, and any other
supporting documentation concarning this

| deficiancy. | | |
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